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NOTES

1) SEE SCHEDULES FOR COMPONENT DETAILS.

2) PIPE WORK AFTER OUTLET MAX 20 METERS OF INSULATED PIPE, WITH MAX VERTICAL RISE OF 5 METERS FROM

    OUTLET POINT.

3) FOR EXPLANATION OF SYMBOLS SEE TD-1-017

4) THE DRAIN CONNECTION ON THE ORION UNITS REQUIRES AN AIR GAP TO PREVENT BACK PRESSURE / VACUUM.

5) COMMON DRAIN - TP102

6) THE UNIT SHOULD BE OPERATED IN A PROPERLY VENTILATED ROOM TO  PREVENT OVERHEATING AND TO PREVENT

   THE BUILD UP OF HYDROGEN.  AS A GENERAL GUIDELINE THE AIR IN THE ROOM SHOULD BE CHANGED FOUR TIMES

   PER HOUR (THIS IS AN INDUSTRY STANDARD).

7) DOSING TANK SETS LOCATED OFF SKID.

8) SALT/BRINE TANKS, WHERE USED, ARE LOCATED OFF SKID.

9) INSTRUMENT 45-01 RECEIVES SIGNALS FROM AE30-01, AE45-01, AE80-01, FT45-01 & AE83-01 IF FITTED

10) INSTRUMENT 27-01 RECEIVES SIGNALS FROM AE26-01 & AE27-01 IF FITTED

11) SAMPLE WASTE FROM ORP & pH RETURNS TO MULTI-PURPOSE TANK.
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